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7.0   PHASE I FINDINGS 

 
It was determined from the site inspection (November 30, 2005), records review and interviews that there 
were five recognized environmental conditions associated with the subject site.  A summary of the conditions 
are provided below: 
 

• PWGC inspected the northern residence for signs of Presumed Asbestos Containing Material 
(PACM) and none were observed in the building.  In the southern residence, PWGC did observe 
approximately 10 linear feet pipe insulation which appeared to contain asbestos.  Due to the poor 
(friable) condition of the insulation PWGC recommends that the material be removed.  

 
Based upon the construction date of both of the buildings (mid 1950’s) it is likely that PACM is 
present within the building.  Materials which are in good condition and are not likely to release fibers 
may remain.  Friable and damaged materials should be removed. 

 
Thermal insulation, surfacing materials, and vinyl/asphalt floor materials installed before 1981 are 
presumed to contain asbestos.  If future plans for the property involve demolition of the residential 
homes, removal of the asbestos containing material may be required as part of the demolition 
process. 

 

• The consumer Product Safety Commission banned the manufacture of lead based paint for 
residential and commercial applications in 1978.  Federal regulations enforced the ban in 1993.  
Since both residential structures structure was built prior to the 1978 ban went into effect, it is likely 
that lead based paint is present in the building.  No signs of cracked or peeling paint were observed in 
the two residential homes.  If peeling paint if found within the building, it should be properly removed 
and repaired. 

 

• PWGC observed several sanitary structures covers on the subject property, in the parking lot east of 
the Clubhouse building.  An evaluation of the sanitary system revealed that it consists of two separate 
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systems.  One system consists of a single leaching pool which is located on the subject property.  
The second system consists of a septic tank, a distribution tank and five primary cesspools.  PWGC 
assessed the structures and believes that the structures are related to waste discharges from the 
clubhouse building.  PWGC was able to conduct a limited walkthrough of the southern portion of the 
clubhouse building and determined that the sanitary structures are associated with bathrooms and 
sinks in the catering hall / bar portion of the clubhouse.  PWGC did not observe any hazardous 
chemicals or equipment maintenance areas in the portion of the building which was serviced by the 
sanitary systems.  Since it is possible that the Clubhouse may have also been used for storage of 
chemicals and/or maintenance activities over the fifty plus years the building has existed, PWGC 
recommends sampling of the cesspool in the system which contained the single cesspool.  In 
addition, PWGC recommends collecting samples from each of the five cesspools in the other sanitary 
system and submitting the two samples which based upon visual inspection appear to represent the 
worst case conditions. 

 

• In the basement of the northern home, adjacent to the oil burner, a 4 inch diameter hole was present 
in the concrete floor.  It appeared that this drain was used to discharge water from the boiler during 
maintenance.  There were no signs of oil staining in the basement or in the vicinity of the floor drain.  
PWGC recommends that the drain be sealed as per SCDHS protocols. 

 

• An inspection of the southern residence revealed the presence of gas and oil storage associated with 
the lawnmower and yard equipment.  A small area of oil staining (3-4 square feet) was present.  
PWGC also observed two five gallon pails that looked as if they may have contained oil.  The pails 
contained rainwater at the time of the inspection and the soil in the vicinity of the pail showed some 
signs of staining.   As with the other location, the staining was quite limited.   Due to the limited nature 
of the staining, PWGC feels that it’s not necessary to report a spill and that it is not indicative a 
significant environmental hazard.  However, PWGC recommends proper disposal of the standing 
liquids as a housekeeping issue. 
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Photo 1 – View of the parking lot which is located in the northern portion of the subject property.  

Stormdrains, cesspools, and overflow covers are shown in the photo. 
 

 
Photo 2 – Additional view of the parking lot showing additional cesspool covers. 

 



 

  

 
Photo 3 – View of the northern residential home (greens keepers residence). 

 

 
Photo 4 – View of the southern residential home. 

 



 

  

 
Photo 5 – View of buckets with an oily reside which were present in the rear of the south residential 

home. 
 

 
Photo 6 – View of the vacant lot located between the two residential homes. 

 



 

  

 
Photo 7 – View of the tank which was present in the northern residential home.  No leaks or spills 

were observed. 
 

 
Photo 8 – View of the floor drain which was present in the northern residential home.  No signs of 

spills were observed near the drain. 
 



 

  

 
Photo 9 – View of the fuel oil tank which was present in the basement of the southern residential 

home. 
 

 
Photo 10 – The entire basement of the southern home could not be checked for floor drains since it 

was partially finished. 
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HISTORIC TOPOGRAPHIC MAPS 
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HISTORIC AERIAL PHOTOS 
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PREVIOUS ENVIRONMENTAL REPORTS 
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